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by a certified monitor or monitoring 
system meeting the requirements of 
appendices A and B of this part. 

(d) When the bias test indicates that 
an SO2 monitor, a flow monitor, a NOX- 
diluent continuous emission moni-
toring system, a NOX concentration 
monitoring system used to determine 
NOX mass emissions, as defined in 
§ 75.71(a)(2), a Hg concentration moni-
toring system or a sorbent trap moni-
toring system is biased low (i.e., the 
arithmetic mean of the differences be-
tween the reference method value and 
the monitor or monitoring system 
measurements in a relative accuracy 
test audit exceed the bias statistic in 
section 7 of appendix A to this part), 
the owner or operator shall adjust the 
monitor or continuous emission moni-
toring system to eliminate the cause of 
bias such that it passes the bias test or 
calculate and use the bias adjustment 
factor as specified in section 2.3.4 of ap-
pendix B to this part. 

(e) The owner or operator shall deter-
mine if a continuous opacity moni-
toring system is out-of-control and 
shall take appropriate corrective ac-
tions according to the procedures spec-
ified for State Implementation Plans, 
pursuant to appendix M of part 51 of 
this chapter. The owner or operator 
shall comply with the monitor data 
availability requirements of the State. 
If the State has no monitor data avail-
ability requirements for continuous 
opacity monitoring systems, then the 
owner or operator shall comply with 
the monitor data availability require-
ments as stated in the data capture 
provisions of appendix M, part 51 of 
this chapter. 

[58 FR 3701, Jan. 11, 1993, as amended at 60 
FR 26528, May 17, 1995; 64 FR 28600, May 26, 
1999; 67 FR 40433, June 12, 2002; 70 FR 28680, 
May 18, 2005] 

Subpart D—Missing Data 
Substitution Procedures 

§ 75.30 General provisions. 
(a) Except as provided in § 75.34, the 

owner or operator shall provide sub-
stitute data for each affected unit 
using a continuous emission moni-
toring system according to the missing 
data procedures in this subpart when-
ever the unit combusts any fuel and: 

(1) A valid, quality-assured hour of 
SO2 concentration data (in ppm) has 
not been measured and recorded for an 
affected unit by a certified SO2 pollut-
ant concentration monitor, or by an 
approved alternative monitoring meth-
od under subpart E of this part, except 
as provided in paragraph (d) of this sec-
tion; or 

(2) A valid, quality-assured hour of 
flow data (in scfh) has not been meas-
ured and recorded for an affected unit 
from a certified flow monitor, or by an 
approved alternative monitoring sys-
tem under subpart E of this part; or 

(3) A valid, quality-assured hour of 
NOX emission rate data (in lb/mmBtu) 
has not been measured or recorded for 
an affected unit, either by a certified 
NOX-diluent continuous emission moni-
toring system or by an approved alter-
native monitoring system under sub-
part E of this part; or 

(4) A valid, quality-assured hour of 
CO2 concentration data (in percent CO2, 
or percent O2 converted to percent CO2 
using the procedures in appendix F to 
this part) has not been measured and 
recorded for an affected unit, either by 
a certified CO2 continuous emission 
monitoring system or by an approved 
alternative monitoring method under 
subpart E of this part; or 

(5) A valid, quality-assured hour of 
NOX concentration data (in ppm) has 
not been measured or recorded for an 
affected unit, either by a certified NOX 
concentration monitoring system used 
to determine NOX mass emissions, as 
defined in § 75.71(a)(2), or by an ap-
proved alternative monitoring system 
under subpart E of this part; or 

(6) A valid, quality-assured hour of 
CO2 or O2 concentration data (in per-
cent CO2, or percent O2) used for the de-
termination of heat input has not been 
measured and recorded for an affected 
unit, either by a certified CO2 or O2 dil-
uent monitor, or by an approved alter-
native monitoring method under sub-
part E of this part; or 

(7) A valid, quality-assured hour of 
moisture data (in percent H2O) has not 
been measured or recorded for an af-
fected unit, either by a certified mois-
ture monitoring system or an approved 
alternative monitoring method under 
subpart E of this part. This require-
ment does not apply when a default 
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percent moisture value, as provided in 
§§ 75.11(b) or 75.12(b), is used to account 
for the hourly moisture content of the 
stack gas; or 

(8) A valid, quality-assured hour of 
heat input rate data (in mmBtu/hr) has 
not been measured and recorded for a 
unit from a certified flow monitor and 
a certified diluent (CO2 or O2) monitor 
or by an approved alternative moni-
toring system under subpart E of this 
part. 

(b) However, the owner or operator 
shall have no need to provide sub-
stitute data according to the missing 
data procedures in this subpart if the 
owner or operator uses SO2, CO2, NOX, 
or O2 concentration, flow rate, percent 
moisture, or NOX emission rate data re-
corded from either a certified redun-
dant or regular non-redundant backup 
CEMS, a like-kind replacement non-re-
dundant backup analyzer, or a backup 
reference method monitoring system 
when the certified primary monitor is 
not operating or is out-of-control. A re-
dundant or non-redundant backup con-
tinuous emission monitoring system 
must have been certified according to 
the procedures in § 75.20 prior to the 
missing data period. Non-redundant 
backup continuous emission moni-
toring system must pass a linearity 
check (for pollutant concentration 
monitors) or a calibration error test 
(for flow monitors) prior to each period 
of use of the certified backup monitor 
for recording and reporting emissions. 
Use of a certified backup monitoring 
system or backup reference method 
monitoring system is optional and at 
the discretion of the owner or operator. 

(c) When the certified primary mon-
itor is not operating or out-of-control, 
then data recorded for an affected unit 
from a certified backup continuous 
emission monitor or backup reference 
method monitoring system are used, as 
if such data were from the certified pri-
mary monitor, to calculate monitor 
data availability in § 75.32, and to pro-
vide the quality-assured data used in 
the missing data procedures in §§ 75.31 
and 75.33, such as the ‘‘hour after’’ 
value. 

(d) The owner or operator shall com-
ply with the applicable provisions of 
this paragraph during hours in which a 
unit with an SO2 continuous emission 

monitoring system combusts only gas-
eous fuel. 

(1) Whenever a unit with an SO2 
CEMS combusts only natural gas or 
pipeline natural gas (as defined in § 72.2 
of this chapter) and the owner or oper-
ator is using the procedures in section 
7 of appendix F to this part to deter-
mine SO2 mass emissions pursuant to 
§ 75.11(e)(1), the owner or operator 
shall, for purposes of reporting heat 
input data under § 75.57(b)(5), and for 
the calculation of SO2 mass emissions 
using Equation F–23 in section 7 of ap-
pendix F to this part, substitute for 
missing data from a flow monitoring 
system, CO2 diluent monitor or O2 dil-
uent monitor using the missing data 
substitution procedures in § 75.36. 

(2) Whenever a unit with an SO2 
CEMS combusts gaseous fuel and the 
owner or operator uses the gas sam-
pling and analysis and fuel flow proce-
dures in appendix D to this part to de-
termine SO2 mass emissions pursuant 
to § 75.11(e)(2), the owner or operator 
shall substitute for missing total sulfur 
content, gross calorific value, and fuel 
flowmeter data using the missing data 
procedures in appendix D to this part 
and shall also, for purposes of reporting 
heat input data under § 75.54(b)(5) or 
§ 75.57(b)(5), as applicable, substitute 
for missing data from a flow moni-
toring system, CO2 diluent monitor, or 
O2 diluent monitor using the missing 
data substitution procedures in § 75.36. 

(3) The owner or operator of a unit 
with an SO2 monitoring system shall 
not include hours when the unit com-
busts only gaseous fuel in the SO2 data 
availability calculations in § 75.32 or in 
the calculations of substitute SO2 data 
using the procedures of either § 75.31 or 
§ 75.33, for hours when SO2 emissions 
are determined in accordance with 
§ 75.11(e)(1) or (e)(2). For the purpose of 
the missing data and availability pro-
cedures for SO2 pollutant concentra-
tion monitors in §§ 75.31 and 75.33 only, 
all hours during which the unit com-
busts only gaseous fuel shall be ex-
cluded from the definition of ‘‘monitor 
operating hour,’’ ‘‘quality-assured 
monitor operating hour,’’ ‘‘unit oper-
ating hour,’’ and ‘‘unit operating day,’’ 
when SO2 emissions are determined in 
accordance with § 75.11(e)(1) or (e)(2). 

VerDate Aug<31>2005 10:33 Sep 04, 2008 Jkt 214157 PO 00000 Frm 00276 Fmt 8010 Sfmt 8010 Y:\SGML\214157.XXX 214157eb
en

th
al

l o
n 

P
R

O
D

P
C

60
 w

ith
 C

F
R



267 

Environmental Protection Agency § 75.31 

(4) During all hours in which a unit 
with an SO2 continuous emission moni-
toring system combusts only gaseous 
fuel and the owner or operator uses the 
SO2 monitoring system to determine 
SO2 mass emissions pursuant to 
§ 75.11(e)(3), the owner or operator shall 
determine the percent monitor data 
availability for SO2 in accordance with 
§ 75.32 and shall use the standard SO2 
missing data procedures of § 75.33. 

[60 FR 26528, 26566, May 17, 1995, as amended 
at 61 FR 59160, Nov. 20, 1996; 64 FR 28600, May 
26, 1999; 67 FR 40433, June 12, 2002] 

§ 75.31 Initial missing data procedures. 
(a) During the first 720 quality-as-

sured monitor operating hours fol-
lowing initial certification of the re-
quired SO2, CO2, O2, Hg concentration, 
or moisture monitoring system(s) at a 
particular unit or stack location (i.e., 
the date and time at which quality-as-
sured data begins to be recorded by 
CEMS(s) installed at that location), 
and during the first 2,160 quality-as-
sured monitor operating hours fol-
lowing initial certification of the re-
quired NOX-diluent, NOX concentration, 
or flow monitoring system(s) at the 
unit or stack location, the owner or op-
erator shall provide substitute data re-
quired under this subpart according to 
the procedures in paragraphs (b) and (c) 
of this section. The owner or operator 
of a unit shall use these procedures for 
no longer than three years (26,280 clock 
hours) following initial certification. 

(b) SO2, CO2, or O2 concentration 
data, Hg concentration data, and mois-
ture data. For each hour of missing 
SO2, Hg, or CO2 emissions concentra-
tion data (including CO2 data converted 
from O2 data using the procedures in 
appendix F of this part), or missing O2 
or CO2 diluent concentration data used 
to calculate heat input, or missing 
moisture data, the owner or operator 
shall calculate the substitute data as 
follows: 

(1) Whenever prior quality-assured 
data exist, the owner or operator shall 
substitute, by means of the data acqui-
sition and handling system, for each 
hour of missing data, the average of 
the hourly SO2, CO2, Hg, or O2 con-
centrations, or moisture percentages 
recorded by a certified monitor for the 
unit operating hour immediately be-

fore and the unit operating hour imme-
diately after the missing data period. 

(2) Whenever no prior quality assured 
SO2, CO2, Hg, or O2 concentration data, 
or moisture data exist, the owner or 
operator shall substitute, as applicable, 
for each hour of missing data, the max-
imum potential SO2 concentration or 
the maximum potential CO2 concentra-
tion or the minimum potential O2 con-
centration or (unless Equation 19–3, 19– 
4 or 19–8 in Method 19 in appendix A to 
part 60 of this chapter is used to deter-
mine NOX emission rate) the minimum 
potential moisture percentage, or the 
maximum potential Hg concentration, 
as specified, respectively, in sections 
2.1.1.1, 2.1.3.1, 2.1.3.2, 2.1.5, and 2.1.7 of 
appendix A to this part. If Equation 19– 
3, 19–4 or 19–8 in Method 19 in appendix 
A to part 60 of this chapter is used to 
determine NOX emission rate, sub-
stitute the maximum potential mois-
ture percentage, as specified in section 
2.1.6 of appendix A to this part. 

(c) Volumetric flow and NOX emission 
rate or NOX concentration data (load 
ranges or operational bins used). The pro-
cedures in this paragraph apply to af-
fected units for which load-based 
ranges or non-load-based operational 
bins, as defined, respectively, in sec-
tions 2 and 3 of appendix C to this part 
are used to provide substitute NOX and 
flow rate data. For each hour of miss-
ing volumetric flow rate data, NOX 
emission rate data, or NOX concentra-
tion data used to determine NOX mass 
emissions: 

(1) Whenever prior quality-assured 
data exist in the load range (or oper-
ational bin) corresponding to the oper-
ating load (or operating conditions) at 
the time of the missing data period, 
the owner or operator shall substitute, 
by means of the automated data acqui-
sition and handling system, for each 
hour of missing data, the arithmetic 
average of all of the prior quality-as-
sured hourly flow rates, NOX emission 
rates, or NOX concentrations in the 
corresponding load range (or oper-
ational bin) as determined using the 
procedure in appendix C to this part. 
When non-load-based operational bins 
are used, if essential operating or para-
metric data are unavailable for any 
hour in the missing data period, such 
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